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Cooling above normal - kitchen Cooling optimum - bedrooms

X C. Duct Systems, Chases, and Vents

Comments:
• All accessible air ducts shall be inspected for presence of possible mold,
moisture , condensation in between ducts or water leaks and also  damaged
ducts or leaking ducts will be checked.
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