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SPRINGDALE STREET
     ( 60.00' R.O.W )

FND
5/8"I.R.

  LOT 1
BLOCK 1

LOT 2

 Restricted
Reserve "A"

18" Cpp.

Infl Test
Hole #2
0.688
in/hr

Infl Test
Hole #1
2.75 in/hr

*0

48.94

49.33

49.21
49.08

46.88

48.58
49.82
48.6148.76

48.79

46.92

48.97

49.12

49.24
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48.73

46.70
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48.94

46.91

49.27
48.91 48.54

48.92

48.66

49.08

48.86

48.79 48.72

48.76
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48.72

48.78 48.86
48.59 48.79

46.26

46.85

0.00 0.000.00

0.000.00

0.000.00
0.000.00

0.000.00
0.000.00

0.00

0.00

0.000.00
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0.00

SPRINGDALE STREET
     ( 60.00' R.O.W )

FND
5/8"I.R.

  LOT 1
BLOCK 1

LOT 2

 Restricted
Reserve "A"

18" Cpp.

Infl Test
Hole #2
0.688
in/hr

Infl Test
Hole #1
2.75 in/hr

*0

:0

E

E

:0

*0*0

34.57'

5.00'

34.45'

15.43'

R=5.00'

15.66'

R =
5 .0 0 '

4.84'

5.00'

9.00'

14.00'

9.00'

14.00'
Private - Install 126 SF of
4" thick concrete
pad. Pergola Pad.
See site details.

3.09

39.94

13.00

16.94

3.00

10.00

Install 23 LF of
6" concrete curb &
gutter. See City of

Houston Street Paving
and Sidewalk 02754-01B through

02754-02 detail.

Install 23 LF of
6" concrete curb &
gutter. See City of

Houston Street Paving
and Sidewalk 02754-01B through

02754-02 detail.

Regrade existing 32 LF
of roadway ditch.

1

1

3.04'

3.04'

3.04'

3.04'

32.28'

Install 2' wide x 52 LF
Infiltration Trench.
See Grading Plan.

Install 2' wide x 70 LF
Infiltration Trench.
See Grading Plan.

Install 2' wide x 33 LF
Infiltration Trench.
See Grading Plan.

19.36'

R=5.00'

24.73'

32.88'

16
.57

'

R = 5.00 '
45.15'

Install 180 SF of
Standard Duty Concrete
pavement. See City of Houston
Street paving and sidewalk
02754-01B through 02754-02
detail.

Install 182 SF of
Standard Duty Concrete
pavement. See City of Houston
Street paving and sidewalk
02754-01B through 02754-02
detail.

Install 46 SF of
Standard Duty Concrete

pavement. See City of Houston
Street paving and sidewalk

02754-01B through 02754-02
detail.

Install 46 SF of
Standard Duty Concrete

pavement. See City of Houston
Street paving and sidewalk

02754-01B through 02754-02
detail.

Install 2069 SF of
Porous pavement. For more detail

see grading plan. For calculations see
sht C09. For porous pavement detail

see sht. C12.

Install 340 SF of
Heavy Duty Concrete
pavement. See City of Houston
Street paving and sidewalk
02754-01B through 02754-02
detail.

20.00'

9.10'
9.00'

20.00'

2.00'

114.94'

18.00'

114.94'

2.00'

114.94'

18.00'

114.94'

35.06'

Install 56 L.F. - 24" RCP @ 0.32%.
See Sheet 05 for more
detail and calcs.
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Public - Install 15 LF of
4" thick concrete

sidewalk with barrier
free ramp. See
City of Houston

street paving and
sidewalk 02754-03 through

02754-04 detail.

Public - Install 74 LF of
4" thick concrete
sidewalk with barrier
free ramp. See
City of Houston
street paving and
sidewalk 02754-03 through
02754-04 detail.

Install 8 LF of
Private 3/4" PE
Gas line underground
as per 1208.5.4 and
1210 of the 2012 UPC and
the City of Houston
Guidelines and standards.
All above piping must be
Sch 40 Steel Piping, typ.

Install 73 LF of
Private 3/4" PE
Gas line underground
as per 1208.5.4 and
1210 of the 2012 UPC and
the City of Houston
Guidelines and standards.
All above piping must be
Sch 40 Steel Piping, typ.

/ /

~ Proposed Building Area

~ Sidewalk/DW Concrete

~ Parking Stall Count Total

~ Proposed Sewer Cleanout

~ Proposed Water Meter

~ Proposed No Parking Sign

~ Proposed Storm Headwall

~ Proposed Ditch Flowline

~ Existing Sanitary Sewer Cleanout

~ Existing Sanitary Sewer Manhole

~ Existing Sanitary Sewer Pipe

~ Existing Water Main

~ Existing Water Meter

~ Existing Fire Hydrant

~ Existing Electrical Meter

~ Existing Gas Meter

~ Item to be demolished

6&$/(6

SITE AND BUILDING IMPERVIOUS COVER:

1. TOTAL SITE AREA: 7,629SF (0.18 AC)
2. TOTAL IMPERVIOUS COVER: 2,313 SF (0.08 AC)
3. EXISTING IMPERVIOUS COVER:  1,535 SF (0.04 AC)
4. PROPOSED IMPERVIOUS COVER: 2,313 SF (0.05 AC)
5. PERCENTAGE OF SITE COVERED BY IMPERVIOUS COVER: 59%
6. MAXIMUM ALLOWED IMPERVIOUS COVER:
7. BUILDING COVERAGES:  1,735 SF (NEW);  00 SF (OLD)
8. MISCELLANEOUS COVERAGES: 577 SF

ACCESSIBLE ROUTE, DUMPSTER PAD, PERGOLA PAD
9. PROPOSED LAND USE:  SINGLE FAMILY
10. ZONING: SF
11. HEIGHT OF BUILDING: SEE ARCHITECTURAL PLANS

SURVEY NOTE:
These drawings have been prepared without benefit of current title report. There
may be conditions or easements that effect this subject property. All existing filed
data has been taken from EIC Surveying Company.

Engineer's Statement:
NO Retaining walls are proposed on this project.

1. ALL STANDARDS ADHERE TO CITY OF HOUSTON
STORMWATER DESIGN AND WATER QUALITY
REQUIREMENTS.

2. SUBDIVISION:  ROSEWOOD ESTATES
3. THE SITE LIES WITHIN THE UNSHADED ZONE X OF

FEMA FIRMETTE MAP 48201C0685L DATED JUNE 18,
2007.

4. ALL ROOF DRAINAGE TO BE PIPED TO FRONT OF
BUILDINGS.

5. CONSTRUCT WASTEWATER COLLECTION SYSTEMS,
WATER LINES, STORM DRAINAGE AND STREET
PAVING IN ACCORDANCE WITH THE LATEST
EDITION OF THE PUBLICATIONS STANDARD
CONSTRUCTION SPECIFICATIONS FOR
WASTEWATER COLLECTION SYSTEMS, WATER
LINES, STORM DRAINAGE AND STREET PAVING,
AND STANDARD CONSTRUCTION DETAILS  FOR
WASTEWATER  COLLECTION  SYSTEMS. WATER
LINES, STORM DRAINAGE, AND STREET PAVING
PUBLISHED BY HOUSTON PUBLIC WORKS.

6. THE GEOTECHNICAL INVESTIGATION FOR THIS
PROJECT WAS CONDUCTED IN ACCORDANCE WITH
CHAPTER 11 OF THE LATEST EDITION OF THE
PUBLICATION INFRASTRUCTURE DESIGN MANUAL,
PUBLISHED BY HOUSTON PUBLIC WORKS. SOILS
REPORT WAS PREPARED BY [GEOTECHNICAL
ENGINEERING FIRM] REPORT NO. [NO. OF REPORT],
DATED [DATE OF REPORT].

7. UTILITIES PRESENTED ON THESE DRAWINGS ARE
SHOWN BASED ON THE BEST AVAILABLE
INFORMATION. CONTRACTOR SHALL VERIFY THE
EXACT LOCATIONS IN THE FIELD PRIOR TO
COMMENCING CONSTRUCTION. CONTRACTOR
SHALL NOTIFY TEXAS ONE CALL AT 13-223-4567/811
OR 800-344-8377 AND LONE STAR NOTIFICATION
CENTER AT 800-669-8344 AT LEAST 48 HOURS
BEFORE PROCEEDING WITH ANY EXCAVATION.
UTILITIES MARKED WITHIN THE PUBLIC RIGHT OF
WAY OR IN EASEMENTS SHALL COMPLY WITH TAC
TITLE 16, PART 1, CHAPTER 18, RULE §18.6 AND THE
AMERICAN PUBLIC WORKS ADMINISTRATION
(APWA) UNIFORM COLOR CODE.

8. CONTRACTOR SHALL BE RESPONSIBLE FOR
DAMAGES TO EXISTING WATER, WASTEWATER,
STORM WATER LINES AND TRAFFIC CONTROL
DEVICES. DAMAGES SHALL BE REPAIRED IN
ACCORDANCE WITH THE HOUSTON PUBLIC WORKS,
STANDARD CONSTRUCTION SPECIFICATIONS FOR
WASTEWATER COLLECTION SYSTEM, WATER
LINES, STORM DRAINAGE, AND STREET PAVING
AND STANDARD CONSTRUCTION DETAILS FOR
WASTEWATER COLLECTION SYSTEMS, WATER
LINES, STORM DRAINAGE, AND STREET PAVING,
REFERENCED ABOVE, AT NO ADDITIONAL COST.

9. CONTRACTOR SHALL NOTIFY THE OFFICE OF THE
CITY ENGINEER, HOUSTON PUBLIC WORKS @
832-394-9098 OR VIA FAX AT 832-395-4424 FOR
INSPECTION AT LEAST 48 HOURS PRIOR TO
COMMENCING CONSTRUCTION.

10. ADEQUATE DRAINAGE SHALL BE MAINTAINED AT
ALL TIMES DURING CONSTRUCTION AND ANY
DRAINAGE DITCH OR STRUCTURE DISTURBED
DURING CONSTRUCTION SHALL BE RESTORED TO
EXISTING CONDITIONS OR BETTER.

11. CONTRACTOR SHALL TAKE NECESSARY
PRECAUTIONS TO PROTECT ROOT SYSTEMS OF
SHRUBS, PLANTS AND TREES ALONG THE AREA OF
EXCAVATION.

12. CONTRACTOR SHALL COMPLY WITH LATEST
EDITION OF OSHA REGULATIONS AND THE STATE
OF TEXAS LAWS CONCERNING EXCAVATION.

13. CONTRACTOR SHALL MAINTAIN A SET OF REDLINE
DRAWINGS AND RECORD AS-BUILT CONDITIONS
DURING CONSTRUCTION. THESE REDLINE MARKED
UP DRAWINGS  WILL BE SUBMITTED  TO THE
DESIGN CONSULTANT WHO WILL MAKE THE
CHANGES ON THE ORIGINAL TRACINGS, LABEL
EACH SHEET IN THE SET AS "RECORD
DRAWINGS",AND RETURN IT TO THE OFFICE OF THE
CITY ENGINEER.

SANITARY SEWERS CONSTRUCTION NOTES

1. ALL SEWERS SHALL BE CONSTRUCTED IN
ACCORDANCE WITH THE CITY OF HOUSTON

“STANDARD CONSTRUCTION SPECIFICATIONS FOR
WASTEWATER COLLECTION SYSTEMS, WATER
LINES, STORM DRAINAGE, STREET PAVING, AND
TRAFFIC” AND ALL CURRENT AMENDMENTS
THERETO AND BE SUBJECT TO A STANDARD
EXFILTRATION TEST. TESTS ARE TO BE
PERFORMED ON THE TOTAL FOOTAGE OF SEWER
LINE INCLUDED IN THE PROJECT. REQUIREMENTS
OF TEXAS ADMINISTRATIVE CODE, TITLE 30
CHAPTER 217, “DESIGN CRITERIA FOR DOMESTIC
WASTEWATER SYSTEMS” SHALL GOVERN WHERE
CONFLICTS EXIST EXCEPT WHERE CITY
REQUIREMENTS ARE MORE STRINGENT.

2. THE SANITARY SEWER PVC PIPES 8 INCHES AND
LARGER SHALL BE ASTM D 3034 TYPE SDR 26
GRAVITY SEWER PIPE ,  AWWA C-900 DR-18 GREEN
PVC PRESSURE RATED SEWER PIPE, AND PIPES 6
INCHES AND SMALLER SHALL BE SCH 40 PVC
BASED ON CONSTRUCTION CONDITION
REQUIREMENT AND CONFORMING TO ASTM D1784
AND CITY OF HOUSTON STANDARD SPECIFICATION
SECTION 02506 POLYVINYL CHLORIDE PIPE.

3. AWWA C-900 DR-18 PVC PIPE USES EITHER AWWA
C900 DR-18 PVC FITTINGS OR DIP FITTINGS.

4. ALL SANITARY SEWERS CROSSING WATER LINES
WITH A CLEARANCE BETWEEN 12 INCHES AND 9
FEET SHALL HAVE A MINIMUM OF ONE 18' JOINT OF
150 PSI DUCTILE IRON OR (GREEN) C900 PVC PIPE
MEETING ASTM SPECIFICATION D2241 CENTERED
ON WATER LINE. WHEN WATER LINE IS BELOW
SANITARY SEWER, PROVIDE MINIMUM 2 FOOT
SEPARATION.

5. CONTRACTOR SHALL PROVIDE A MINIMUM
HORIZONTAL CLEARANCE OF 9' FEET BETWEEN
WATER LINES AND SANITARY SEWER MANHOLES
AND LINES.

6. IN WET STABLE TRENCH AREAS USE BEDDING PER
CITY OF HOUSTON STANDARD DETAILS DRAWING
NUMBER 02317-02.

12. DEFLECTION TEST: DEFLECTION TESTS SHALL BE
PERFORMED ON ALL FLEXIBLE AND SEMI-RIGID
SEWER PIPE. THE TEST SHALL BE CONDUCTED
AFTER THE FINAL BACKFILL HAS BEEN IN PLACE AT
LEAST 30 DAYS. NO PIPE SHALL EXCEED A
DEFLECTION OF 5% IF THE DEFLECTION TEST IS TO
BE RUN USING A RIGID MANDREL, IT SHALL HAVE A
DIAMETER EQUAL TO 95% OF THE INSIDE
DIAMETER OF THE PIPE. THE TEST SHALL BE
PERFORMED AS PER 30 TAC 217.57 LATEST
AMENDMENT AND WITHOUT MECHANICAL PULLING
DEVICES. NO BALL-TYPE MANDREL IS ALLOWED.

13. INFILTRATION, EXFILTRATION OR LOW-PRESSURE
AIR TEST: EITHER OF THE FOLLOWING TESTS
SHALL BE PERFORMED AS PER TAC, TITLE 30 217.57
WITHIN THE SPECIFIED TOLERANCES ON ALL
GRAVITY SEWERS.

A. INFILTRATION OR EXFILTRATION TEST: TOTAL
LEAKAGE AS DETERMINED BY A HYDROSTATIC HEAD TEST
SHALL NOT EXCEED 50 GALLONS PER INCH DIAMETER PER
MILE OF PIPE PER 24 HOURS AT A MINIMUM TEST HEAD OF
TWO (2) FEET.

B. LOW-PRESSURE AIR TEST: PERFORM TEST
ACCORDING TO UNI-B-6-90 OR OTHER APPROPRIATE
PROCEDURES. FOR SECTIONS OF PIPE LESS THAN 36”
(INCH) AVERAGE INSIDE DIAMETER, THE MINIMUM
ALLOWABLE TIME FOR PRESSURE DROP FROM 3.5 P.S.I.G.
TO 2.5 P.S.I.G. SHALL BE AS FOLLOWS:

6” 340 SECONDS OR 0.855(L) FOR TEST LENGTHS GREATER
THAN 398'
8” 454 SECONDS OR 1.520(L) FOR TEST LENGTHS GREATER
THAN 298'
WHERE L = LENGTH OF LINE OF SAME PIPE SIZE IN FEET.

14. “SAN. S. E.” INDICATES “SANITARY SEWER
EASEMENT”
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ST-ARM PROJECT NO. 2021060201

FLOOD STATEMENT: According to Community Panel No.
48201C0685L , dated June 18, 2007, of the Federal Emergency
Management Agency, National Flood Insurance Program Map,
this property is within Flood Unshaded Zone "X", (areas
determined to be outside 500-year floodplain), which is not a
special flood hazard area.  If this site is not within an identified
special flood hazard area, this flood statement does not imply
that the property and/or the structures thereon will be free from
flooding or flood damage.  On rare occasions, greater floods can
and will occur and flood heights may be increased by man-made
or natural causes.  This statement shall not create liability on the
part of the Surveyor.

12

9,&,1,7<�0$3
176

+286721��7(;$6

SITE

:0

SURVEYOR

EIC Surveying Company
12345 Jones Road # 270

Houston, TX 77070

Telephone: 281-955-2772

OWNER/APPLICANT/DEVELOPER

Victor Valov
8806 Kempwood Dr
Houston, TX 77080

Phone: 346-234-5127
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16.00'
existing shared

driveway and access
easement

16.00

Demolish and remove
existing 18" CPP culvert

Install expansion joint
between concrete
drive and garage.

Install expansion joint
between concrete
drive and garage.

Demolish and remove
existing driveway and

drive entry.
See sheet C04
for more detail.

Connect new 8" PVC
Sanitary Sewer Service to
existing manhole.
See City of Houston Street
paving and sidewalk 02775-08
through 02902-02 detail for
pavement repair details.
IE: 40.50'

Ex. 20'
Asphalt
Road

/ / / / / / / / / / / / / / / /

1. ALL STANDARDS ADHERE TO CITY OF HOUSTON
STORMWATER DESIGN AND WATER QUALITY
REQUIREMENTS SECTION 10, LATEST VERSION.

2. MAINTENANCE AND INSPECTION OF THE
RETENTION/DETENTION  AREA, THE POROUS
PAVED DRIVEWAY AND INFILTRATION TRENCHES
SHALL BE THE RESPONSIBLITY OF THE PROPERTY
OWNER(S).

3. INITIAL INSPECTION OF POROUS PAVEMENT SHALL
BE MONTHLY FOR THE FIRST 3 MONTHS POST
CONSTRUCTION.

4. SEMI-ANNUAL INSPECTION WILL OCCUR TO
ENSURE PAVEMENT SURFACE IS FREE OF
SEDIMENT.

5. VACUUM SWEEPING OF HARD POROUS PAVEMENT
TO BE FOLLOWED BY HIGH PRESSURE HOSING TO
KEEP VOIDS WITHIN THE PAVEMENT FREE OF
SEDIMENT QUARTERLY.

6. ANNUALLY INSPECT PAVEMENT SURFACE AND
SUBSURFACE DRAINAGE SYSTEM (IF ANY) FOR
DETERIORATION, SPALLING OR MALFUNCTIONING.

7. ALL SUBSURFACE DRAINAGE SYSTEMS ARE
REQUIRED TO BE DRAINED IN 48 HOURS OR LESS.

Install 1.25" and 1.5" PVC
Water Service.

See Utility Plan for more
detail.

Install 1" PVC Elec. Conduit.
See Utility Plan for more

detail.

COMMON AREA AGREEMENT
RP-2021-515131
All areas NOT under footprint of building
 are considered to be common area.

COMMON AREA AGREEMENT
RP-2021-515131
All areas NOT under footprint of building
 are considered to be common area.

COMMON AREA AGREEMENT
RP-2021-515131
All areas NOT under footprint of building
 are considered to be common area.

Existing Gas meter
and gas line

Proposed Gas meters
installed by Centerpoint Gas
Company.

4.0' Safety Buffer, typ.

Install 8" PVC
Sanitary Sewer Lateral.
See Utility Plan

Install 8" PVC Sch 40
Sanitary Sewer
cleanout, typ.

Install 1" and 1.5" Domestic
Water meter and

1.25" and 1.5"water line.
See Utility Plan for more detail.

Install 4" PVC Sch 40
Sanitary Sewer Lateral.
See Utility Plan
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